SPRINKLERS
HOSE CONNECTIONS
(NO HOSES)

DOUBLE CHECK VALVE ASSEMBLY
OR DOUBLE DETECTOR CHECK
VALVE ASSEMBLY INSTALLED.
ABOVE GROUND IN APPROVED
PREFAB BOX OR IN METRO WATER
SERVICE APPROVED UNDERGROUND
VAULT. (SEE DRAWING)
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FIRE SERVICE
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